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Abstract 
The objective of this study was to design a small-
scale photovoltaic system to support electricity sup-
ply to a rural village in the Republic of Congo. A 
simple impedance-matching system and an innova-
tive panel-tilting system were implemented as adap-
tive technologies to increase the power output of the 
system and reduce its capital and running costs. The 
experimentally obtained results showed that the 
daily energy output of a four-panel, 400 W photo-
voltaic system could be increased by 15% through a 
series parallel impedance match configuration, and 
by 36% from 3.3 kWh per day to approximately 4.5 
kWh per day through implementing an automated 
panel tilting system with always normal incidence of 
solar irradiation on the panels in an equatorial envi-
ronment. Implementing these technologies accord-
ingly reduced the cost of energy supplied by the 
same percentages, with an eventual electricity cost 
of about ZAR 3.60 per kWhr, as calculated over an 
operation time of ten years, and an initial capital out-
lay of ZAR 37 per watt. These costs are much lower 
than for installing power grid lines to the village, and 
the technology also ensures complete autonomy of 
power supply to the community. The study also 
identified the potential to generate many new busi-
ness and job opportunities locally in this community, 
as well as in the rest of Africa.  
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1. Introduction 
A substantial number of people in Africa live in rural 
areas. Many villages do not have access to electricity 
because it is not economically viable to connect 
them to the grid (Marneni et al, 2015). It is therefore 
a challenge to improve the living conditions of peo-
ple there. One way to alleviate the cost of electrifica-
tion of such villages is to use renewable energy re-
sources, such as photovoltaic (PV) systems. The de-
sign of such systems poses challenges, and must be 
done carefully, to ensure that they satisfy the com-
munity needs. Both ethical and cost issues should 
also be acceptable to the communities. 
Numerous case studies of PV applications in ru-
ral communities have been published, including by 
Setiawan et al (2013) and Eshita (2010). Praset-
yaningsari et al (2013) reported on the optimisation 
of a solar-powered aeration system for a fish pond 
in Slenman. Nazar et al (2015) showed how the ef-
ficiency of solar panels can be improved following 
two different methods: the effects of surface prepa-
ration and the incidence of the angle of sunrays. 
Hadj Arab et al (2005) demonstrated the two sizing 
methods used for PV pumping systems; the first one 
was analytic and the second one graphic. Boitier et 
al (2005) demonstrated a methodology of sizing a 
PV system for a rural consumer. Marnemi et al 
(2015) showed how loss-reduction and voltage-pro-
file improvement in a rural distribution feeder sys-
tem could be achieved using solar PV generation 
and rural feeder optimisation with HOMER custom-
designed and optimisation software (Homer, 2018).  
Few case studies have however been conducted 
on the design and implementation of PV systems for 
larger rural communities in Africa that are com-
pletely off-grid, such as in the northern region Re-
public of Congo. Lack of electricity severely affects 
the living conditions of people in this village, as well 
as their economic development opportunities (pri-
vate communication). The present study therefore 
focused on designing and selecting the most appro-
priate technologies for implementing a low-cost PV 
system for rural villages in Africa, specifically for the 
Ibouna village in Owando, Cuvette province, in the 
Republic of Congo, a community of about 300 peo-
ple. Important system design aspects are presented; 
the cost of implementation values (cost of energy) 
are derived; and the total running cost of such a sys-
tem over ten years is estimated. Particularly, the use 
of adaptive or add-on technologies was investigated 
in order to increase the efficiency and reduce the 
cost associated with such systems.  
 
2. Design of a photovoltaic power supply 
system for Ibouna village 
2.1 Determining energy requirements 
The PV system designed for Ibouna village needed 
to be off-grid, since no nearby electricity grid supply 
was available. The energy needed to be supplied by 
a small solar power generation station situated at or 
near the village. The most important loads to be ca-
tered for were outdoor and indoor lighting, basic 
cooking, and cell phones and entertainment equip-
ment. A fluorescent lighting system, light-emitting di-
ode (LED) television, and microwave cooking tech-
nology were selected. This could lead to substantial 
cost savings, as these appliances use much less en-
ergy than older technology appliances (Eshita et al, 
2010).  
Table 1 provides some survey statistics with re-
gard to the determined total energy requirement for 
the village.
 
Table 1: Calculation of the Ibouna village energy requirement 
N Utilisation Power Value Working time Energy demand 
(W) (Units) (Hours) (Wh/day) 
1 Indoor lighting 9 48 13 
(17:00–06:00) 
5 616 
2 Outdoor lighting 9 30 13 
(17:00–06:00) 
3 510 
3 Small appliance (microwave)  
 
1000 1 1.4  
(18:00–01:00) 
1 400 
4 Community television (LED) 
 
40 
 
1 3  
(19:00–22:00) 
120 
5 Community projector 160 1 3  
(19:00–22:00) 
480 
 Totals 1 218   11 126 
N = item, LED = light emitting diode 
 62  
 
2.2 Available solar irradiation 
Ibouna is located at latitude 0.5° North and longi-
tude 15.9° East (International Energy Agency, 
2014). Table 2 presents the prevailing climatic con-
ditions and Figure 1 shows the monthly solar radia-
tion details for Ibouna district (Google Maps, 2018). 
Table 2: Climatic conditions of Owando–Ibouna, 
Republic of Congo.  
Parameter Unit Climate data  
location 
Latitude ˚N -0.5 
Longitude ˚E 15.9 
Climate zone 1A Very hot; humid 
Elevation m 401 
Heating design tem-
perature 
˚C 20.3 
Cooling design tem-
perature 
˚C 31.9 
Earth temperature 
amplitude 
˚C 10.2 
°N = degrees North , °E = degrees East, A = 1 atmos-
phere, m = metres, °C = degrees Celsius 
 
Figure 1: Monthly solar radiation details of 
Owando–Ibouna, Republic of Congo. 
 
2.3 Globular system design  
Figure 2 is a block diagram of a common PV power 
supply system ( Seai, 2013). The PV solar panel ar-
ray needs to be connected to a multifunction in-
verter equipped with a maximum power point 
tracker (MPPT) charge controller to maximise and 
regulate the direct current (DC) power from the solar 
array for charging the battery bank. The DC supply 
was used to supply small DC loads such as cellular 
communication equipment and LED lighting, while 
the inverter supplied the alternating current (AC) 
power loads.  
 
Figure 2: The small solar system for rural 
Africa, where PV denotes the photovoltaic 
array, MPPT a maximum power point tracker, 
AC and DC loads are respectively the direct 
current and alternating current loads. 
2.3.1 The battery bank  
Different types of batteries suitable for PV installa-
tions could be used to store energy during the day. 
Nickel/cadmium batteries are usually used for PV 
plants. There are other types of high energy density 
battery, such as sodium–sulphur and zinc–bromine 
flow batteries. Among medium-term batteries, a 
nickel metal hydride battery has the best cycling per-
formance (Photovoltaic efficiency, 2011). For a 
long-term option, zinc–manganese batteries are the 
best. Valve-regulated sealed lead–acid batteries are 
some of the best available options for solar PV use, 
and was chosen for implementation in this study 
(Figure 3). The lifetime of this type of battery is ap-
proximately ten years, after which it should be re-
placed.  
Figure 3: Valve-regulated deep-cycle lead–acid 
batteries of 12 V 100 Ah. 
The calculation of the energy per day capable of 
charging a battery was given by Boitier (2005) as in 
Equation 1.  
 𝐸𝐸𝑆𝑆 = � 𝐸𝐸𝑇𝑇𝜂𝜂𝐵𝐵𝐵𝐵𝐵𝐵 ∗ 𝐷𝐷𝐴𝐴𝐴𝐴𝑇𝑇𝑉𝑉 � (1) 
where, Es is energy required per day capable of 
charging the battery, ET is the total energy required,  
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DAUT is the days of autonomy, and V is the voltage 
rating of the system.  
The total Es required to power the village was 
hence calculated as 18. 544 kWh/ day assuming one 
day of autonomy and one day for recharge. The bat-
tery configuration needed therefore should comprise 
twelve 12 V DC batteries of 100 Ah capacity each. 
The cost of each battery was ZAR 2 500, with oper-
ating and maintenance costs of about 1% of the cap-
ital cost. 
2.3.2 Choice of inverters 
The calculation of the inverter capacity, Cinv, was 
based on Equation 2. 
     𝐶𝐶𝑖𝑖𝑖𝑖𝑖𝑖 = 𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃𝑃 ∗ 1𝜂𝜂𝐼𝐼𝐼𝐼𝐼𝐼 (2) 
The peak power required was determined from Ta-
ble 1 with needed appliances running simultane-
ously at peak day and peak night separately as 1128 
W.  
From Equation 3, the multifunction inverter with 
MPPT was 98% efficient, therefore, Cinv = 1128 x 
1.02 = 1 151 W.  
Eventually it was decided to use two 5 kVA in-
verters connected in parallel, in order to ensure ad-
equate redundancy. The cost of one 5 kVA inverter 
being ZAR 10 030, and operating and maintenance 
cost of 1% of the capital cost. This could give the 
required power capacity of 4 kVA. The VP MKS 5K 
inverter equipped with an MPPT solar charge con-
troller was used – a multi-function inverter with a 
liquid crystal display that combined the functions of 
an inverter and an MPPT solar charger.  
2.3 Total energy to be supplied by the PV 
supply system  
The total energy to be supplied by the PV system 
was calculated with Equations 3 and 4 (Boitier, 
2005). 
     𝐾𝐾 = 𝜂𝜂𝐵𝐵𝑃𝑃𝐵𝐵 ∗ 𝜂𝜂𝐼𝐼𝑖𝑖𝑖𝑖 ∗ 𝜂𝜂𝐿𝐿   (3) 
      𝐸𝐸𝑠𝑠 = ∑𝐸𝐸𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝑐𝐼𝐼𝑐𝑐𝐼𝐼𝐵𝐵𝑐𝑐𝐾𝐾   (4) 
where, K is an efficiency coefficient, 𝜂𝜂bat is the battery 
efficiency, 𝜂𝜂Inv is the inverter efficiency and 𝜂𝜂L is the 
supply lines efficiency and Es is the required energy 
supply .  
As a departure point, the study assumed battery 
efficiencies of 80%, inverter efficiencies of 98% and 
supply wiring line efficiencies of 95%. These gave a 
K value of 0.75 and the total daily energy supply 
necessary was determined as 14. 83 kWh. 
The solar panel array power capacity needed, at 
the average incident monthly radiation, was calcu-
lated with Equation 5 (Seai, 2013). 
     𝐸𝐸𝑃𝑃𝑉𝑉 =  𝐸𝐸𝑐𝑐𝑆𝑆𝑅𝑅 (5) 
where, EPV is the required total solar panel power ca-
pacity, Es is the total daily energy needed to charge 
the batteries and SR is the solar radiation per day at 
Ibouna village. 
The system therefore required 32 panels of 100 
Wp where Wp was the peak Watts power delivered 
under full irradiation, and according to the total 
power needed, as shown in Table 1. 
2.4 Design of the PV panel array system  
New PV technologies are continuously introduced 
because of the growing demand for solar power. 
The present study selected multi- or polycrystalline 
PV cells with an efficiency of about 12%. Table 2 
summarises the characteristics of the solar panels 
used.  
Table 2: Specification of the PV panels used in 
this study. 
 
The cost of each solar panel was ZAR 1 900, with 
operating and maintenance costs of 1% of the capi-
tal cost. The capital outlay was therefore ZAR 19 per 
Watt.  
3.  Research methodology: Increasing the 
energy collection capacity through adap-
tive technologies  
Two schemes of adaptive or added technology were 
investigated: load impedance matching, and me-
chanical variation of tilt angle for reducing reflected 
energy from the glass over-layers of the PV panels. 
3.1 Investigation of impedance matching be-
tween solar panels and the load 
The maximum power transfer to a load occurs when 
the internal resistance of the panel during full illumi-
nation conditions is equal to the DC resistance or 
Electrical performance at 
standard test conditions  
Values 
Maximum power 100 W 
Power tolerance 0/+5 W 
Maximum voltage 18 V 
Open circuit voltage 22.2 V 
Operating temperature -40–85 °C 
Maximum system voltage 1 000 V DC 
Maximum power current 5.56 A 
Standard test conditions 1 000 W/m2 
Panel dimensions 1 120 x 670 x 35 mm3 
Cell 156 x 128 
No. of cells (connections) 36 (4 x 9) 
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equivalent DC impedance of the load. Several ex-
periments were conducted to determine the internal 
resistance of solar cells as well as the equivalent DC 
impedance of the 300 W inverter, by sequentially 
connecting a rheostat as a load and measuring volt-
age changes following standard methodologies 
(Sze,1981).  
Figure 4 shows the test setup used in this study. 
The experimental equipment consisted of the fol-
lowing components: Rheostat in the range 0–220 Ω, 
10 W; a multi-meter used as an ammeter (A) of type 
DT9205A; and a multi-meter used as voltmeter of 
type MS8205F. For the purpose of the experiment, 
four 20 W polycrystalline solar cells were connected, 
first in series, then in parallel, and then in various 
series-parallel configurations. 
 
Figure 4: Four polycrystalline photovoltaic cells 
undergoing an impedance matching test at 
UNISA, Florida campus, Johannesburg. 
3.2 Investigation of the effect of reflectance 
on absorbed energy 
The effect of reflectance on absorbed energy in the 
PV panels was investigated by implementing config-
urations such as the ones shown in Figure 5. Solar 
panel-collected energy is dependent on the intensity 
and nature of the light falling on the panel (Sze, 
1981; Jiang et al, 2005). For this experiment, 
smaller systems were developed consisting of four 
100 Watt panels each, each mounted on a pedestal 
structure which allowed the panels to be tilted with 
respect to the position of the sun, and such that the 
sun’s irradiation was normal to the panel surfaces. 
The tilting was initially facilitated by hourly lock-tilt-
ing of the panels by the members of the community 
themselves as participation in the project. This is cur-
rently being replaced by fully electronically enabled 
control modules, which also run from the PV col-
lected energy.  
Figure 5 gives an overview of the test structure 
systems. Figure 5a shows a four-panel PV array in a 
flat position which was designated as Configuration 
or setup A. Figure 5b shows a second configuration 
with a PV array fixed at a stationary tilt angle of 30°, 
and which was designated as Configuration B. The 
third configuration, C, as in Figure 5c, featured a PV 
array that followed the sun through mechanical 
shifting of the angle every hour such that the sun was 
continuously at a perpendicular angle of incidence 
to the surface of the panel. An electronic mechanical 
system was later developed at the UNISA Florida 
campus in Johannesburg to allow tilting-automa-
tion, and is shown in Figure 5d.  
It was also important to take into consideration 
the impact of wind on the structure, as the effect of 
wind and dust on the collector needs to considered 
when designing a PV array system (Setiawan et al, 
2013). The effect of increased wind force on the 
structure was mitigated by securing the mounting 
points centrally, strengthening the base platform for 
the panels, and allowing tilting of the panel at a cen-
tral swivel axis. The beams were used to support a 
rectangular frame with an adaptive manual lever 
mechanism that adjusted the plane of PV panel dur-
ing the day, as shown in Figure 5. The distance of 
about 1.5 m between frame and ground promoted 
the cooling of the PV panel. 
 
Figure 5a: A stationary and flat tilt setup for 
Configuration A. 
 
Figure 5b: A stationary setup of Configuration B 
tilted at 30˚.  
65    Journal of Energy in Southern Africa • Vol 29 No 3 • August 2018 
Figure 6: Block diagram of the series-parallel configuration used for connecting four  
100 W panels to achieve better impedance-matching between the solar panels and the invertor. 
4. Experimental results  
4.1 Impedance matching  
The experiments showed that the maximum power 
transfer occurred for all series, and all parallel ns at 
RL = 70 Ω, and RL = 4.38 Ω, respectively. The value 
of internal resistance of one cell of 20 W was deter-
mined as 17.5 Ω. A series-parallel configuration as 
shown in Figure 6 showed maximum power transfer 
at RL = 17.5 Ω. Figure 7 shows the various power 
deliveries observed for various wiring configuration 
setups (i.e., for all panels connected in series, all 
panels connected in parallel and all panels con-
nected in a series-parallel configuration).  
The measurements eventually showed that a 
simple series-parallel configuration of PV panels 
(Figure 6 ) transferred power to the load better than 
series-only or parallel-only configurations. This indi-
cated that an increase of 30% power delivery could 
be achieved by using a simple improved series-par-
allel impedance matching technology with a com-
mercially available multifunction power converter, 
as well as by satisfactorily matching the output im-
pedance of the solar array with the input impedance 
of the inverter.  
4.2 Effect of tilt in an equatorial environment  
Figure 8 gives a plot of three curves based on nu-
merical data as were collected from the three tilt con-
figurations A, B and C in Figure 5. The results show 
that configurations A and C produced the highest 
power, approximately 400 W. The tilt angle of the 
panels in configuration C was continuously adjusted 
  
Figure 5c: A small-scale solar array structure 
of Configuration C with manual tilting system. 
Figure 5d: The automating of small-scale solar 
array structure with electronic mechanical tilting 
system to follow the sun incrementally, 
developed at College for Science Engineering 
and Technology, UNISA. 
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Figure 7: Power to load transfer characteristics 
as measured for different connecting 
configurations. 
to ensure a normal incidence of sun rays to the pan-
els. This configuration exhibited better performance 
and produced more power for a longer period, from 
07:00 to 18:00. The effect of tilt in the equatorial 
environment seemed to be particularly impactful be-
cause the sun travels directly overhead from early 
morning to late afternoon; and there is a large 
change of incidence angle relative to a flat orientated 
panel relative to ground.  
 
Figure 8: Combination power-time curves of the 
three configurations of the four-panel 
photovoltaic array as shown in Figures 5a, 5b, 
and 5c. 
Solar radiation at full illumination during cloudy 
conditions at Ibouna as derived from Figure 1 was 
894 W/m2. The measurements, as in Figure 8, 
showed that configurations A, B and C gave respec-
tively 19.3, 38.3 and 50.3% of this value. This deri-
vation clearly showed that tilting of the panels ac-
cording to configuration B (fixed angular tilting at 30 
degrees) and Configuration C (varying tilting with 
normal solar incidence on the panels) had a pro-
found influence on the total energy collected. Figure 
8 specifically indicates that the total energy collected 
(power–hour product) of configuration C was almost 
double that of Configuration A. 
The total energy collection per day for each of 
the configuration could be calculated for each of the 
different configurations according to Equation 6 ( 
Sachin, 2012): 
     𝐸𝐸(𝑡𝑡1 ≤ t ≤ 𝑡𝑡2) = ∫ 𝑃𝑃𝑃𝑃(𝑡𝑡)𝑑𝑑𝑡𝑡𝐵𝐵2𝐵𝐵1   (6) 
where, Pi (t) is the instantaneous output power as 
measured though the experiment at a specific time.  
Using a graphical numerical integration tech-
nique considering the respective areas under the 
curves and Equation 6, total collected energy values 
were calculated, respectively for configurations A, B 
and C as 3.77kWh/ day, 3.27 kWh/day and 4.62 
kWh/day. These results show that the total energy 
output of the tested four-panel 400 Watt system 
could be increased from 3.3 kWh/day for configura-
tion B to approximately 4.5 kWh/day for configura-
tion C. This correlated with a final increase of col-
lected energy of 36.4%.  
 4.3 Cost of energy  
The total cost of energy or cost of implementation 
for the system as designed in Section 2 is shown in 
Table 3, as calculated using the final total appliance 
configuration of the village as presented in Table 1 
and the capital outlay for the various components of 
system as highlighted in Section 2.  
An estimated cost of energy delivered of ZAR per 
kWh could be calculated as follows: 
Initial capital outlay plus once-off  
replacement of batteries:   ZAR 200 000 
Total energy delivered to the community  
over a 10 year period :   
     (12 kWh x 350 x 10 x 1.3 ) = 54 600 kWhr 
where a conservative 30% increase in energy deliv-
ery has been assumed: due to implementation of 
adaptive technologies :  
 
     Cost of energy per kWhr:  ZAR 3.60 per kWh 
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Considering the costs required to connect the village 
with grid electricity over a distance of 20 km and 
considering the current cost of electricity of approx-
imately ZAR 2 per kWh , excluding taxes and taking 
into account inflation and escalation costs of ap-
proximately 6% per year, these derived values are 
economically promising. 
Table 3: System configuration and cost of  
energy. 
Parameter Value 
No. of photovoltaic modules of 100 W 32 
PV area for single array (m2) 3 
Price of each PV module (ZAR) 1 900 
Number of inverters 5 kVA 2 
Price of each inverter (ZAR) 10 032 
No. of batteries 12 V DC, 100 AH 12 
Price of each battery (ZAR) 2 500 
Operating cost (ZAR/year) 1 090 
Total net cost (ZAR) for installation 148 900 
Power delivered (kW) 4 
Cost of energy (ZAR/W ) 37.2 
 
5. Conclusions  
1.  A basic PV energy supply system was designed 
and implemented for a rural village in the Re-
public of Congo of approximately 300 people 
using common existing technology and engi-
neering principles as are available in South Af-
rica.  
2. The implementation of adaptive technologies of 
applying basic optimum impedance matching 
technology and automated tilting of panels was 
researched. It was found that by using a special 
series parallel impedance matching configura-
tion the power delivered could be increased by 
approximately 30 %. It was found that auto-
mated tilting of the panels to follow the sun in 
this equatorial environment could increase the 
power delivery by approximately 35 % . This 
eventually reflected in a reduction of the cost of 
energy and cost of electricity as supplied to the 
village over time. 
3. The final cost of energy for implementing a 
standalone 4 kW system was ZAR 37 per kW 
while the estimated basic cost of electricity sup-
plied to the village over a ten year period was 
3.60 ZAR/kWhr.  
4. It is suggested that the specific design, technical 
aspects and setup technologies developed in 
this study could be implemented successfully 
throughout Africa, with minor adjustments to al-
low for local conditions. The system also has the 
potential to unlock several manufacturing and 
business opportunities in the respective coun-
tries.  
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